M-1 APPLICATION TO THE BOTTOM AND SCARF JOINTS OF CHEMCURB SECTIONS

Apply 1/4" dia. beads of M-1 around the entire perimeter of scarf joints.

Apply 1/4" dia. beads of M-1 as shown to the bottom of each ChemCurb section and scarf joints. Do not tool the M-1 beads smooth!

Standard ChemCurb Detail

Fill ChemCurbs with only 1-Part™ pourable sealer when installing on granulated membranes. On all other roof membranes, pro pack pourable sealer can be used.

Prime penetration with M-1 extending up 3" from base of penetration. Do not use roof cement!

ChemCurb™ Sections

(5" I.D. or 7.5" I.D.)

M-1® Structural Sealant Scarf Joints

Granulated Flashing Sheet

External bead of M-1

A minimum 1" space is required between all penetrations and the interior wall of all ChemCurbs.