1. This detail illustrates another method of eliminating pitch pockets and an optional method of grouping piping that must penetrate the roof.

2. Where the sheet metal enclosure overlaps the base flashing at least 3" [75 mm], the removable sheet metal counterflashing is not required.

3. 5, 10 and 12 year guarantees require a minimum 2-ply flashing construction consisting of one ply of stripping ply to be same as roof plies and one ply of Duraflex™ 190 SBS modified bitumen membrane.

4. 15 and 20 year guarantees require a minimum 3-ply flashing construction consisting of two plies of stripping ply to be same as roof plies and one ply of Duraflex™ 190 SBS modified bitumen membrane.