1. Masonry walls to be primed as required prior to flashing. Wood walls require base sheet nailed to wall 8" O.C. along top and laps, one per S.F. field.

2. DuraFlex Alum may be used for flashing material in lieu of hot asphalt applied SBS flashing membrane. DuraFlex Alum may only be applied with hot asphalt or using the heat welding method or PlyLink Flash-N-Patch. Do not use solvent based adhesives to install DuraFlex Alum.